
FOR OFFICIAL USE ONLY 
Source Selection Sensitive Information—See FAR 2.101 & 3.104 

PROPOSAL REQUEST FOR INFORMATION (RFI) FORM 

SOLICITATION: VA261-15-B-0480- Elevator Repair and Replacement Bldg. 200 and & 7 

NOTE: ALL PRE-PROPOSAL INQUIRIES SHALL BE SUBMIT'TED VIA EMAIL TO 
karen.smith3@va.gov  BY AN EDITABLE USE OF THIS FORM. Please identify, in numerical 
sequence, each set of inquiries that you send. 

Question(s) is/are on the solicitation [ ] 
Question(s) is/are on the drawings, specifications, technical data [ ] 

Company Name and Offeror:  Patriot Construction, Inc. 

From (person submitting question): 
Chris Cotta 

Date of Proposal Inquiry:  9/17/2015 

Phone Number: 209-982-9900 

Proposal Inquiry: (Type inquiry below) Roofing 

Proposal RFI #1 — 

Proposal RFI #2 — See Below 

Proposal RFI #3 - 

Add additional as necessary 

The existing roofing will Continue to leak after completion of the HVAC project. Roof 
traffic and construction will accelerate the problem. Water from those leaks will likely 
run under the existing insulation over the concrete deck and under the new flashing 
work at the newly installed HVAC, supports and other penetrations. It is likely water 
will enter the building from the existing roofing under the new HVAC work. How will 
the government address liability for damage in the new work area from water that enters 
the system from outside the new work area. 
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